BID  CALL --  NOT AN ORDER

BID NO.  10205              
CITY OF YAKIMA
PLEASE QUOTE ON THIS FORM.

PURCHASING DIVISION
RETURN MARKED “NO BID” 

DATE  April 12, 2001
129 NO. 2ND STREET
IF YOU CANNOT QUOTE, 


YAKIMA, WASHINGTON  98901
AND REASON IN ORDER TO


PHONE 575‑6093
REMAIN ON VENDOR LIST.  

VENDOR 



ADDRESS 


QUOTATIONS WILL BE RECEIVED



UNTIL    2:00 p.m., April 29, 2002



BID OPENING    2:00 p.m., April 29, 2002

TO BIDDER:

PLEASE QUOTE YOUR LOWEST PRICE, BEST DELIVERY DATE, PAYMENT DISCOUNT TERMS, AND F.O.B.  POINT FOR THE FOLLOWING.  QUOTE ON EACH ITEM SEPARATELY AND EXTEND NET UNIT PRICES.  THE CITY RESERVES THE RIGHT TO REJECT ANY OR ALL QUOTATIONS AND TO ACCEPT ANY OR ALL ITEMS AT THE PRICE QUOTED.  THE CITY INTENDS TO AWARD THIS CONTRACT WITHIN 60 CALENDAR DAYS.

ITEM NO.
  QTY
UNIT


DESCRIPTION
  UNIT

  PRICE
  TOTAL




The City of Yakima is accepting bids for the following types and sizes of water meters or approved and acceptable equal.  





1.
   50
Each
5/8” Cold Water Meter


$
$

2.
1,500
Each
5/8” x 3/4” Cold Water Meter


$
$

3.
   40
Each
1” Cold Water Meter 50 GPM
$
$



4.
   10
Each
1-1/2” Meter, cold Water, 100 GPM
$
$



5.
   10
Each
2” Meter, Cold Water, 160 GPM
$
$



6.
    2
Each
1-1/2” Turbine Cold Water Meter (Flanged)
$
$



7.
    2
Each
2” Turbine Cold Water Meter (Flanged)
$
$



8.
    2
Each
3” Turbine Cold Water Meter (Flanged)
$
$



9.
    2
Each
4” Turbine Cold Water Meter (Flanged)
$
$



10.
    4
Each
Remote Reader for Item #8 & #9
$
$



CITY OF YAKIMA

BID NO.10205


BID CALL ‑‑ NOT AN ORDER



ITEM NO.
  QTY
UNIT


DESCRIPTION
  UNIT

  PRICE
  TOTAL

11.
    2
Each
2” Compound Cold Water Meter (Flanged) with

Trim Valves


$
$



12.
    2
Each
3” Compound Cold Water Meter (Flanged) with Trim Valves
$
$



13.
    2
Each
4” Compound Cold Water Meter (Flanged) with Trim Valves


$
$

14.
    1
Each
6” Compound Cold Water Meter (Flanged) with Trim Valves


$
$




All applicable taxes must be prepaid and added to each invoice.








Each bidder is required to list the number of days he expects delivery to be made at the destination in terms of time interval following placement of order.

Failure to include a specific number of days may be sufficient grounds for rejection of bid.





TO THE PURCHASING MANAGER OF THE CITY OF YAKIMA: 

SUB TOTAL


PAYMENT DISCOUNT TERMS _________% 

FREIGHT
(Must Be Included)

F.O.B. POINT 
City of Yakima Shop Complex







STATE SALES TAX 

I/WE SHALL DELIVER EACH ORDER WITHIN _______ DAYS

TAX RATE 

%
FROM RECEIPT OF ORDER.










GRAND TOTAL


DATE

2002    SIGNED

 BY








      (title)

BUSINESS TELEPHONE NUMBER:


ADDRESS:




FAX TELEPHONE NUMBER:  

CITY OF YAKIMA

WATER METERS

SPECIFICATIONS

BID NO. 10205

I.
General
A.
It is the intent of these specifications to describe water meters in sufficient detail to secure bids on comparable meters.  All parts which are necessary in order to provide a complete unit, ready for operation, shall be included in the bid and shall conform in strength, quality of workmanship and material to that which is usually provided the trade in general.  Any variance from the specifications or standards of quality must be clearly pointed out in writing by the bidder.

B.
It is also the intent of this bid document to make available to other local government entities of the State of Washington, by mutual agreement with the successful bidder, and properly authorized interlocal purchasing agreements as provided for by RCW 39.34, the right to purchase the same equipment, at the prices quoted, for the period of this contract.  Each bidder shall indicate on the bid form if he will honor Political Subdivision orders in accordance with contract terms and conditions, in addition to orders from the City of Yakima.



YES  EQ \x(  )   

NO  EQ \x(  )   
C.
The period of this contract shall be for a period of one year from its effective date, and thereafter from year to year for four additional years, provided, however, that either party may at any time during the life of this contract, or any extension thereof, terminate this contract by giving thirty (30) days notice in writing to the other party of its intention to do so.

D.
Price Increases:  If an exception is stated in the bid and prices are not firm for the first twelve month period of the contract, any price increases must be approved by the City Purchasing Manager.  Vendors shall be allowed to adjust prices, provided proof of manufacturer's price increase can be furnished to the City.  If approved, the price increase shall take effect thirty (30) days after notification is received by the City.

E.
Price Decreases:  During the contract period and any renewals thereof, any price declines at manufacturer's level shall be reflected in a reduction of the con​tract price to the City retroactive to the date they were effective to the vendor.

F.
Quantities are estimated only and shall be bid on a MORE OR LESS basis.  For the purpose of comparison, bids shall be made on the various meters in the quantities listed in the proposal.  Listed quantities shall not be considered firm estimates of water meter requirements for the year, nor shall the City be bound or limited to quantities listed.

G.
The City of Yakima reserves the right to make contract award on all groups of materials listed on the bid form or award based on any group or based on any combinations of groups.

H.
Should the supplier be unable to or refuse to supply meters, on any given day, against the predetermined delivery schedule to which the supplier has agreed and the City is forced to do the work with materials bought from a different supplier, the difference in the bid price of the materials and that paid the new supplier, in order to do the work, shall be charged to and paid for by the supplier holding the bid award for these products.

Vendor shall not, however, be responsible for delays in delivery due to:



1.
Unavoidable mechanical breakdowns.



2.
Strikes.



3.
Inability to secure component materials.



4.
Acts of God.



5.
Fire

Provided the City of Yakima Purchasing Manager is notified in writing by the vendor of such pending or actual delay.  In the event of any delay, the date of delivery shall be extended for a period equal to the time lost due to the reason for the delay.

I.
The City of Yakima reserves the right to reject any or all bids or accept any presented which meet or exceed these specifications, and which would be in the best interest of the City and will not necessarily be bound to accept the low bid.

J.
Payments:


Vendor is to submit properly completed invoice(s) to the address specified on the purchase order.  To insure prompt payment each invoice should cite purchase order number, bid number, description of item purchased, unit and total price, discount terms and include the vendor's name and return remittance address.

K.
Payment will be mailed within thirty (30) days of (a) the receipt and acceptance of the meters, and (b) the properly completed invoice.

L.
These specifications are intended to be precise where a specific make, model or trade name is requested.  Whenever a make, model or trade name is used, it shall be that or equal, or approved equal.  Equal or approved equal means that the make, model or trade name will be given consideration if they fulfill the same performance requirements.  The City reserves the right to make the decision on acceptability.  Each vendor shall clearly identify make, model or trade name of equipment bid on the face of their bid.  Any equipment proposed as an equal to that herein specified must be substantiated with supporting data to justify such request for substitution.

M.
Vendors are encouraged to submit alternate bids and list exceptions to the specifications herein.  Any alternate bid submitted shall be clearly identified as such on the face of the bid.

II.
Special Instructions
A.
Bid Due Date:

Bid shall be submitted to and date stamped by the City Clerk’s Office, Yakima City Hall, 129 North 2nd Street, Yakima, WA, 98901, by 2:00 p.m. on April 29, 2002 in a sealed envelope labeled Bid No. 10205 with the date and time of bid opening written on the face of it.  If you plan on attending the bid opening, DO NOT BRING YOUR BID WITH YOU INTO THE OPENING ROOM.  It must be received and date stamped by the Clerk’s Office.
B.
Time of delivery is important and will be considered in the evaluation of the bids.  Delivery will be accepted by the City of Yakima, FOB Yakima City Shop Complex, Water Department, 2301 Fruitvale Boulevard, Yakima, Washington, 98902, between the hours of 7:00 a.m. and 3:30 p.m. Monday through Friday, ready for regular and safe operation.

C.
All specified items shall be factory installed.

D.
The meters must be completely assembled, serviced, adjusted and ready to operate.  The meters must meet all federal, state and City safety codes.

E.
Bidders must furnish with proposals, a statement covering length of time that parts and service are available after delivery and where such parts and service are available.

F.
Each bidder shall complete the "SPECIFICATIONS ANALYSIS" section of the "INVITATION TO BID" and same shall be returned with the contractor's proposal.  Failure to do so may be cause for rejection of said proposal.

G.
Brochures and specifications shall be included with bid package.  Vendor shall specify the manufacturer of products being offered on the face of his bid.  Failure to do so may be cause for rejection of bid.

H.
Meters shall be new and unused current state‑of‑the‑art models and in conformance with AWWA standard C 700.90 or latest revision by the American Water Works Association.

III.
Technical "Specifications Analysis" ‑‑ Water Meters
A.
Technical "Specifications Analysis" for:  5/8", 3/4", 1", 1-1/2" and cold water meters.  All meters furnished shall be new and in conformance with the latest revision of AWWA Standard C700 or C708.



Meter:

___     ___        1.
Only meters of the nutating disc, oscillating piston or multijet type will be accepted.

YES
NO










COMMENTS
___     ___        2.
Meters shall be manufactured by a company with a minimum of 10 years experience in the manufacturing of water meters.  Only meters assembled and tested in the continental United States will be accepted.

___     ___        3.
Maincases for 5/8", 5/8" x 3/4", 3/4" and 1" shall be bronze.  Bolts and washers shall be stain​less steel.  1-1/2" and 2" maincases shall be all bronze, flanged and of the split‑case design.  Multijet meters shall incorporate a calibration port on the inlet side of the maincase.

___     ___        4.
Bottom caps for 5/8", 5/8" x 3/4", 3/4", and 1" shall be interchangeable size for size and made of either synthetic  polymer or cast iron with a plastic liner for frost protection.  

___     ___        5.
Meters furnished under these specifications shall be guaranteed to operate under a working water pressure of 150 PSI without leakage or damage to any part.

___     ___        6.
Meters shall be factory tested and shall register in accordance with AWWA Standards.  Any meter not meeting these standards will be subject to rejection.

___     ___        7.
The measuring chamber shall be made of high grade copper alloy or a suitable synthetic polymer material which equals or exceeds AWWA Standards.  It shall be secured in a position in the maincase in such a manner that a slight distortion of the outer case will not effect sensitivity or registration of the meter.

___     ___        8.
If designed for use with a nutating-disc, the element shall be equipped with a thrust roller to control disc motion.  Disc roller, chamber partitions or other components of the disc motion control mechanism shall be of non-corrosive material and shall be arranged so that wearing parts may be easily renewed.

___     ___        9.
If designed for use with an oscillating-piston element, the chamber shall be so constructed as to afford easy operation of the piston element consistent with accurate measurement.

___     ___       10.
If designed for use with a multi-jet element, the measuring chamber shall be designed as to allow the flow of water to pass through the precision converging offices causing the impeller to rotate providing a synchronous relationship between the velocity of the water passing through the chamber and registration.

YES
NO










COMMENTS
___     ___       11.
The disc and ball, piston or rotor assemblies shall be made of hard rubber as near the density of water as practical or a suitable synthetic polymer material conforming to AWWA Standards.  The disc and ball assembly shall be precisely machined and fitted accurately in the chamber so that it will operate freely and smoothly.  The disc spindle and thrust roller pin shall be a suitable non-corrosive material and shall be securely fastened in the disc assembly.  The piston or rotor shall be smoothly machined and fitted accurately in the measuring chamber so that it will operate freely.

___     ___       12.
All meters must have the size, direction of flow and model number cast permanently in raised letters on the maincase.



Register:

___     ___        1.
The register shall be of the straight reading, Cubic feet sealed magnetic drive type.  It shall contain six (6) movable numeral wheels and the register face shall contain 100 equally divided graduations at its periphery with a center sweep pointer with leak detection indicator.  

___     ___        2.
Register boxes shall be bronze or synthetic polymer.  Registers shall contain a low flow or leak indicator.  Registers shall be identical and interchangeable size to size.  Calibration change gears are not acceptable.  The intermediate gear train shall also be incorporated within the sealed register assembly.

___     ___        3.
The register assembly shall be hermetically sealed and entirely encased in a copper or stainless steel shell with a tempered glass lens to provide a non-permeable envelope.

___     ___        4.
The register shall be attached to the meter case providing adequate protection from tampering.

___     ___        5.
The register cover and maincase must be imprinted with a serial number.  Each meter must be accompanied by factory test results certifying the accuracy at the flows required by the latest revision of AWWA C700 or C708.  (Low, Intermediate and High Flows)

YES
NO








COMMENTS


Warranty:

___     ___        1.
That the water meters furnished shall perform to American Water Works Association (AWWA) new meter accuracy standards and to be free from defects in material and workmanship for a period of two (2) years from date of purchase.  Additionally, the meters shall perform to AWWA repaired meter accuracy for fifteen (15) years or the registration limits indicated, which ever occurs first:

5/8" - 1.5 million gallons

3/4" - 2.25 million gallons

1" - 3.0 million gallons

1.5" - 5.5 million gallons

2" - 8.0 million gallons

___     ___        2.
If the water meter(s) fails to meet the warranties set forth above, the water meter manufacturer, at its option, shall without expense to the City, excluding freight, repair or replace the water meter, part or parts thereof as necessary to provide the City a satisfactory functional water meter(s) which is free from defect(s) in as timely and expeditiously a manner as possible.

B.
Technical "Specifications Analysis" for 2", 3", 4" and 6"compound type cold water

meters.  All meters furnished shall be new and in conformance with the latest revision of AWWA Standard C702.


Meter:

___     ___        1.
Compound meters shall consist of a combination of a main line meter of the turbine type for measuring high rates of flow and a meter meeting the specifications stated above for measuring low rates of flow.  An automatic valve shall direct flows through the appropriate chamber.

___     ___        2.
Meters size, capacity, test results and dimensions shall be as follows:  

Size
Safe Max.

Operating

(gpm)
Max. Rate

for Con-tinuous Duty (gpm)
Max. Loss of Head at

Max. Cont.

Flow (psi)
Normal Test

Flow Limits

(gpm)
Min. Test

Flow Limits

(gpm)
Max.

Laying

Length

2”
160
80
15
1 -   160
 1/4
17”

3”
320
160
15
1 -   330
 1/4
24”

4”
500
250
15
 2 -   440
 3/4
29”

6”
1,000
500
15
 5 - 1,000
1-1/2
36-1/2”

YES
NO










COMMENTS
___     ___        3.
The maincase and cover shall be cast of water works bronze containing not less than 75% copper.  The size, model and arrows indicating direction of flow shall be cast in raised characters on the maincase or cover.  Casing bolts shall be made of stainless steel.  The meter serial number shall be imprinted on the meter maincase as well as the register box cover.

___     ___        4.
Maincases shall be flanged.  2" meters shall be elliptical flanged and 3" through 6" sizes shall be round flanged per Table 4, AWWA C702.

___     ___        5.
Meters furnished under these specifications shall be guaranteed to operate under a working water pressure of 150 psi without leakage or damage to any part.

___     ___        6.
Meters may be tested upon delivery and shall register in accordance with AWWA specifications.  Any meter not meeting these specifications will be subject to rejection.

Registration accuracy over the normal test flow range shall be 98.5% to 101.5%.  Registration at the crossover shall not be less than 95%.  Registration at the minimum test flow shall not be less than 95%.
___     ___        7.
Meters shall have tapped bosses on top of the case near outlet for field testing purposes. 

___     ___        8.
Each compound meter shall be equipped with trim valves on the bypass.  These valves shall allow maintenance personnel to conduct routine maintenance on the displacement chamber without any interruption of service.  

___     ___        9.
Meters shall be manufactured by a company with a minimum of ten (10) years experience in the manufacturing of water meters.  Only meters manufactured in the Continental United States will be accepted.



Registers:

___     ___        1.
Separate registers shall record the flow of the turbine and low flow meters and their total will be the registration of the compound meter.  The registers shall be of the straight reading, Cubic feet sealed magnetic drive type.  It shall contain six (6) movable numeral wheels and the register face shall contain 100 equally divided graduations at its periphery with a center sweep pointer with leak detection indicator.

YES
NO








COMMENTS
___     ___        2.
Register boxes shall be bronze or synthetic polymer.  Registers shall contain a low flow or leak indicator.  Separate registers shall record the flow of the turbine or low flow meter and their total will be the registration of the compound meter.  The registers shall be straight reading indicating in Cubic feet and include access to change gears for adjustment of flow per AWWA specifications.

___     ___        3.
The register assembly shall be hermetically sealed and entirely encased in a copper or stainless steel shell with a tempered glass lens to provide a non-permeable envelope.

___     ___        4.
The register shall be attached to the meter case providing adequate protection from tampering.

___     ___        5.
The register cover and main case must be imprinted with a serial number.  Each meter must be accompanied by factory test results certifying the accuracy at the flows required by the latest revision of AWWA C702. (Low and High Flows)



Measuring Chambers:

___     ___        1.        A.
The turbine measuring chamber shall be a self-contained unit, attached to the cover for easy removal.  The chamber shall contain all the elements of the turbine gear train and thrust bearings.  The turbine spindles shall be tungsten carbide or stainless steel.  Thrust bearings shall be tungsten carbide.

___     ___                    B.
The low flow chamber shall meet the specifications as stated above.

___     ___        2.
The turbine intermediate gear train shall be gear driven from the turbine spindle and magnetically coupled to the register through the meter cover.  The gear train shall be enclosed in the turbine chamber.  All moving parts of the gear train shall be made of a self-lubricating polymer or stainless steel for operation in water.



Strainers:

___     ___        1.
All compound meters shall have an external strainer.  Integral strainers are also acceptable.  Screens for all compounds shall be either bronze or stainless steel.  Strainers shall have a cover plate for inspection and removal of debris from the screen without disturbing the pipeline.  A strainer shall also be provided for the low flow meter.  It shall be easily removable and have an effective straining area of at least double the disc meter inlet.  

YES
NO








COMMENTS


Warranty:

___     ___        1.
That the water meters furnished perform to American Water Works Association (AWWA) accuracy standards and remain free from manufacturing defects in workmanship and material for a period of one (1) year after installation.

___     ___        2.
If the water meter(s) fails to meet the warranties set forth above, the water meter manufacturer, at its option, shall without expense to the City, excluding freight, repair or replace the water meter, part or parts thereof as necessary to provide the City a satisfactory functional water meter(s) which is free from defect(s) in as timely and expeditiously a manner as possible.

___     ___        3.
The water meters will perform commencing upon the date of installation and for the following year to AWWA accuracy standards.

___     ___        4.
If the water meter(s) fails to meet the warranties set forth above, the water meter manufacturer, at its option, shall, without expense to the City, excluding freight, repair or replace the water meter, part or parts thereof as necessary to provide the City a satisfactory functional water meter(s) which is free from defect(s) in as timely and expeditiously a manner as possible.

C.
Technical "Specifications Analysis" for:  2", 3" 4", 6", and 8" magnetic turbine type cold water meters.  All meters furnished shall be new and in conformance with the latest revision of AWWA standard C701.


Meter:

___     ___        1.
The meters shall be of the AWWA Class II (high velocity) type with the turbine on the horizontal axis in line with the flow.

___
___
2.
Meters size, capacity, and dimensions shall be as follows:  

   Size
Safe Max. Operating (gpm)


Max. Rate for Continuous Duty (gpm)
Normal Test 

Flow Limits 

(gpm)


 Max. Loss of 

  Head @ Max. 

  Flow (psi)
Length in inches Flg to Flg. Excluding Strainer

   1-1/2”
     160
     120
 3 -     120
15
10

    2”
     250
     200
 4 -     200
15
10

    3”
     530
     400
 5 -     450
15
12

    4”
  1,350
  1,000
10 - 1,200
15
14

    6”
  2,700
  2,300
20 - 3,000
15
18

    8”
  3,500
  2,700
35 - 3,500
15
20

YES
NO










COMMENTS
___     ___        3.
The maincase and cover shall be cast of water works bronze containing not less than 75% copper.  The size, model and arrows indicating direction of flow shall be cast in raised characters on the maincase or cover.  Casing bolts shall be made of stainless steel.  The meter serial number shall be imprinted on the meter maincase as well as the register box cover.

___     ___        4.
Maincases shall be flanged.  1-1/2” and 2" meters shall be ellip-tical flanged and 3" through 8" sizes shall be round flanged per Table 3, AWWA C701.

___     ___        5.
Meters furnished under these specifications shall be guaranteed to operate under a working water pressure of 150 psi without leakage or damage to any part.

___     ___        6.
Meters may be tested upon delivery and shall register in accordance with AWWA specifications.  Any meter not meeting these specifications will be subject to rejection.

Registration accuracy over the normal test flow range shall be 98.5% to 101.5%.

___     ___        7.
Meters shall be manufactured by a company with a minimum of ten (10) years experience in the manufacturing of water meters.  Only meters manufactured in the Continental United States will be accepted.



Registers:

___     ___        1.
The register shall be of the straight reading, Cubic feet sealed magnetic drive type.  It shall contain six (6) movable numeral wheels and the register face shall contain 100 equally divided graduations at its periphery with a center sweep pointer with leak detection indicator.

___     ___        2.
Register boxes shall be bronze or synthetic polymer.  Registers shall contain a low flow or leak indicator.

___     ___        3.
The register assembly shall be hermetically sealed and entirely encased in a copper or stainless steel shell with a tempered glass lens to provide a non-permeable envelope.

___     ___        4.
The register shall be attached to the meter case providing adequate protection from tampering.

YES
NO










COMMENTS
___     ___        5.
The register cover and maincase must be imprinted with a serial number.  Each meter must be accompanied by factory test results certifying the accuracy at the flows required by the latest revision of AWWA C700 or C708.  (Low, Intermediate and High Flows)



Measuring Chambers:

___     ___        1.
The turbine measuring chamber shall be a self-contained unit, attached to the cover for easy removal.  The chamber shall contain all the elements of the turbine gear train and thrust bearings.  The turbine spindles shall be tungsten carbide or stainless steel.  Thrust bearings shall be tungsten carbide.

___     ___        2.
The turbine intermediate gear train shall be gear driven from the turbine spindle and magnetically coupled to the register through the meter cover.  The gear train shall be enclosed in the turbine chamber.  All moving parts of the gear train shall be made of a self-lubricating polymer or stainless steel for operation in water.

Strainers:

___     ___        1.
All turbine meters shall have an external strainer.  Integral strainers are also acceptable.  Screens for all turbines shall be either bronze or stainless steel.  Strainers shall have a cover plate for inspection and removal of debris from the screen without disturbing the pipeline.  Strainer bodies shall be bronze up to the 6" size.  The 8" may be either bronze or cast iron.



Warranty:

___     ___        1.
That the water meters furnished perform to American Water Works Association (AWWA) accuracy standards and remain free from manufacturing defects in workmanship and material for a period of one (1) year after installation.

___     ___        2.
If the water meter(s) fails to meet the warranties set forth above, the water meter manufacturer, at its option, shall without expense to the City, excluding freight, repair or replace the water meter, part or parts thereof as necessary to provide the City a satisfactory functional water meter(s) which is free from defect(s) in as timely and expeditiously a manner as possible.

CITY OF YAKIMA
GENERAL PROVISIONS

 (A PART OF ALL CONTRACT DOCUMENTS)


These General Provisions, the Specifications, the Invitation to Bid/Quote form and any attachments, constitutes the bid document, and will be considered as one document.

1. Laws and Regulations
The contractor shall comply with all applicable laws and regulations pertaining to this contract.  In addition, the contractor shall ensure that any subcontractor performing this contract shall comply with all applicable laws and regulations pertaining to this contract.

2. Acceptance

The City reserves the right to reject any or all quotations, to waive any technicalities and informalities, and to accept or reject all or any part of this quotation at prices shown.

All bids/quotes must remain open for acceptance by the City for a period of at least 60 calendar days from the date of opening of the bids/quotes, unless otherwise stated.

3. Bid/Quote Submittals

Bids and quotes shall be submitted on the attached forms only.  Extra pages and literature may be added to this package, however, the package shall be returned intact as received.
All prices and notations must be typewritten or written in ink, with no erasures permitted.  Mistakes may be crossed out and corrections written adjacent thereto, and must be initialed in ink by person signing quotation.  Verify your quotations before submission, as they cannot be withdrawn or corrected after being opened.

If applicable, unit prices for all items, all extensions, and the total amount of bid or quote must be shown.  In the instance of a discrepancy between the unit price and the total price, the unit price shall govern.  Any pricing, configuration, or other errors discovered after bid/quote opening or quotation due date must remain and cannot be adjusted.

4. Change Orders

Change Orders for material or services will be without effect unless issued and authorized in writing by the Purchasing Manager.

5. Quality Standards

The brand names listed indicate the standard of quality required.  Brands of equal quality, performance and use will be considered, provided the offeror specifies the brand, model and other data for comparison with their bid/quote.  The City of Yakima will be the sole judge for approving other brands offered as equals to the brand specified.  Bidders shall indicate if they are offering alternate brands in the space below each item and must provide descriptive specifications explaining the merits of the substitute item.

6. Delivery

Time is of the essence and this order is subject to cancellation by the City of Yakima for Vendor’s failure to deliver on time.  For any exception to the delivery date specified in this order, Vendor shall give prior written notification and obtain written approval from the City.  The acceptance by the City of later performance with or without objection or reservation shall neither waive the City’s right to claim damages for such breach nor constitute a waiver of the requirements for the timely performance of any obligation remaining to be performed by Vendor. All quotations shall include delivery F.O.B. destination, freight pre-paid, unless otherwise stated in this “Bid Call” or “Invitation to Quote” at the designated address set forth in the proposal given to each 

6. Delivery…continued…
bidder.  When shipping addresses specify room identification, Vendor shall make such delivery thereto without additional charge.  If the City grants specific authorization to ship goods F.O.B. Shipping Point, Vendor agrees to prepay all shipping charges, route the goods by cheapest common carrier, and bill the City as a separate item on the invoice for said charges.  It is also agreed the City reserves the right, at its sole option, to refuse COD Shipments.

7. Identification

The purchase order number shall appear on all invoices, packing lists, packages, shipping notices and other written documents relating to this order.  Packing lists shall be enclosed in each and every box or package shipped pursuant to this order, indicating the content therein.

8. Payment

Vendor is to submit properly completed invoice(s) and mail to:



City of Yakima



Accounts Payable



129 No. 2nd St.



Yakima, WA  98901

To insure prompt payment, each invoice should cite purchase order number, bid/quote number, description of item purchased, unit and total price, discount terms and include the vendor’s name and return remittance address.  Payment will be mailed within thirty (30) days of (a) the receipt and acceptance of the product or service and (b) a properly completed invoice.

9. Risk of Loss

Regardless of the F.O.B. Point specified above, Vendor agrees to bear all risk of loss, injury, or destruction of goods ordered herein which occur prior to actual physical delivery to the City, and such loss, injury, or destruction shall not release Vendor from any obligation hereunder.

10. Force Majeure

Vendor will not be responsible for delays in delivery due to acts of God, fire, Strikes, epidemics, war, riot, delay in transportation or railcar transport shortages, provided vendor notifies the Purchasing Manager immediately in writing of such pending or actual delay.  Normally, in the event or any such delays (acts or God, etc.) the date of delivery will be extended for a period equal to the time lost due to the reason for delay.

11. Rejection

All goods and any services purchased in this order are subject to approval by the City.  Rejection of goods or services, resulting because of nonconformity to the terms, conditions, and specifications of this order, whether held by the City or returned, will be at Vendor’s risk and expense.

12. Approximate Quantity

The quantities listed are the City’s current approximate requirements.  The City of Yakima will neither be obligated by, nor restricted to, these quantities and may increase or decrease any item(s) ordered under this
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 contract and pay according to the unit prices quoted in the Bid/Quote.  If it is agreeable to both parties and prices have not changed and the 

same unit/materials are still available, additional units/materials may be ordered within 12 months of the signing of the original agreement.

13. Cooperative Purchasing

The Washington State Interlocal Cooperative Act RCW 39.34 provides that other governmental agencies may purchase goods and services on this solicitation or contract in accordance with the terms and prices indicated therein if all parties are willing.

14. Samples

Samples of items, when required, must be furnished free of expense to the City, and if not destroyed by tests will, upon request, be returned at the bidder's expense.

15. Inspection

Cost of inspection on deliveries or offers for delivery, which do not meet specifications, will be for the account of the vendor.

16. Hazardous Materials

If this order covers goods which include hazardous chemicals, Vendor shall, at the time of product delivery, provide the City with copies of Material Safety Data Sheets for such chemicals.  These sheets shall be in the form then required by applicable law or regulation (See WAC 296-62-05413).  This requirement shall be in addition to whatever other requirements are imposed by law or regulation.

17. Public Disclosure

The City shall promptly notify Vendor of any requests for public disclosure of documents pursuant to Chapter 42.17 Revised Code of Washington (RCW) which may require disclosure of documents and information supplies under this order.  Vendor shall be responsible for and bear the costs of taking legal action to prohibit disclosure of such documents and information and shall indemnify and save the City harmless from any and all cost, liability, penalty and expense related to the City’s failure to disclose.  In no event shall the City be liable for breach of this order should a court order that such documents and information be, and the same are, disclosed..

18.  Warranties

Vendor warrants that all goods and services furnished under this order are new, conform strictly to the specifications herein, are merchantable, good workmanship, free from defect, are fit for the intended purpose of which such goods and services are ordinarily employed and if a particular purpose is stated in a Special Condition, the goods are then warranted as for that particular purpose.  Vendor further warrants that no violation of any federal, state or local law, statute, rule, regulation, ordinance or order will result from the manufacturer, production, sale, shipment, installation or use of any other the goods.  Vendor’s warranties (and any more favorable warranties, service policies, or similar undertaking of Vendor) shall survive delivery, inspection, and acceptance of the goods or services.

19. Re-Award

When the contract is terminated by the vendor upon 30 days notice as herein provided, the City, pursuant to City ordinance, may re-award the contract to the next most responsible bidder.  

When a vendor is unable to supply goods and/or services to the City and is in breach of the contract, or when the contract is terminated by the City for cause as herein provided, the City reserves the right to re-award the contract to the next most responsible bidder.  

20. Errors and Omissions

The City reserves the right to correct obvious ambiguities and errors in the Bidder’s proposal and to waive non-material irregularities and/or omissions.  In this regard, if the unit price does not compute to the extended total price, the unit price shall govern.  

21. Late Receipt of Bid/Quote Documents

Bids and/or quotations and modifications received after the exact hour and date specified for receipt of bids and/or quotations will not be considered  (i.e. if bid was due by 2:00 PM, any bids received after 2:00:00 PM will be rejected) .

22. Licenses

If applicable, successful vendor shall have a valid and current business license per Chapter 5.02 Section 5.02.010 of the Yakima Municipal Code covering this type of business and shall satisfy all applicable City Code provisions.  Said license shall be obtained prior to the award of any contract.  Inquiries as to fees, etc., should be made to the Office of Code Administration, telephone (509) 575-6121.

In addition, Contractors are required to be registered by the State per Chapter 18.27 of the Revised Code of Washington and their registration number must be listed on the bid/quote.

23. Delivery of Unapproved Substitutions
Vendors are authorized to ship only those items ordered covered by the con​tract.  If a review of orders placed by the City reveals that an item other than those covered by and specified in the contract have been ordered and delivered, the Purchasing Manager will take such steps as are necessary to have the item(s) returned to the contractor at no cost to the City regardless of the time lapsed between the date of delivery and discovery of the violation.  Violation of this clause may result in the removal of the offending vendor's name from the City mailing list for a period of up to three (3) years.

24. “No Bids”

Vendors who are unable to or do not wish to submit a bid and are encouraged to respond by notating their bid "NO BID" on page one of the "BID CALL” and mailing it to the City of Yakima Clerk’s Office, 129 North 2nd Street, Yakima, Washington, 98901, with the Bid/Quote due date and time written on the face of the envelope.  It is the City's practice that if no response to a bid is received by a vendor after two consecutive mailings, the vendor will be deleted from our vendor's mailing list for that type of commodity item.

25. Non-Collusion

The Bidder represents, by the submission of the Proposal, that the prices in this bid/quote are neither directly nor indirectly the result of any formal or informal agreement with another bidder.

26. Evaluation of Bid/Quote

In the evaluation of otherwise responsible bids/quotes, the Bidder’s experience, delivery time and responsibility in performing other contracts will be considered.  In addition to price, the following may be considered:

I.
The ability, capacity and skill of the bidder to perform the contract and provide the services required.

II.
Whether the bidder can perform the contract or provide the service promptly, or within the time specified, without delay or interference.

III.
The character, integrity, reputation, judgement, experience and efficiency of the bidder.

IV.
The quality of performance of previous contracts or service.

V.
The previous and existing compliance by the bidder with laws and ordinances relating to contracts or services.

VI.
The sufficiency of the financial resources and ability of the bidder to perform the contract or provide the service.

26. Evaluation of Bid/Quote…continued…

VII
The quality, availability, and adaptability of the supplies or contractual services to the particular use required.

VIII.
The ability of the bidder to provide future maintenance and service for the use of the subject of the contract.

27. Taxes

The City will pay sales and use taxes imposed on goods or services acquired hereunder as required by law.  The City is exempt from Federal Excise Tax.  Where applicable, the City shall furnish a Federal Excise Tax Exemption certificate.

28. Non‑Discrimination

During the performance of this contract, the contractor agrees as follows:

     A.
The contractor will not discriminate against any employee or applicant for employment because of race, creed, color, religion, age, marital status, disability, sex, or national origin.  Such action shall include, but not be limited to, the following:  employment, upgrading, demotion or transfer; recruitment or recruitment advertising; layoff or termination; rates of pay or other forms of compensation; and selection for training, including apprenticeship.  The contractor agrees to post in conspicuous places, available to employees and applicants for employment, notices to be provided by the contracting officer setting forth the provisions of this non-discrimination clause.

     B.
The contractor will, in all solicitations or advertisements for employees placed by or on behalf of the contractor, state that all qualified applicants will receive consideration for employment without regard to race, creed, color, religion, age, marital status, disability, sex, or national origin.

     C.
The contractor will send to each labor union or representative of workers with which he has a collective bargaining agreement or other contract or understanding, a notice, advising the labor union or workers' representative of the contractor's commitment to non-discrimination, and shall post copies of the notice in conspicuous places available to employees and applicants for employment.

     D.
The contractor will furnish all information and reports required by the City of Yakima and will provide on request evidence to substantiate compliance with non-discrimination clauses of this contract.

     E.
In the event of the contractor's noncompliance with the non-discrimination clauses of this contract or with any of such rules, regulations, or orders, this contract may be canceled, terminated, or suspended in whole or in part and the contractor may be declared ineligible for any future City of Yakima contracts.

29. Termination - Convenience:

This contract may be terminated by either party by giving thirty (30) days written notice of such intent and will become effective thirty (30) days from the date such written notice is delivered to the applicable party to the contract.

30. Termination - Cause:

The City reserves the right to terminate this contract at any time, upon written notice, in the event that the services of the Contractor are deemed by the City to be unsatisfactory, or upon failure to perform any 

30. Termination – Cause…continued…

of the terms and conditions contained in this agreement.  In addition to 

the foregoing right of termination, the City may terminate this contract, with or without cause, upon thirty (30) days written notice to Contractor.  

31. Delay of an Award
If, after bid/quote opening, administration problems threaten to delay award beyond the bidder’s acceptance period, bidders shall be requested to extend the bid/quote acceptance period.  This request must be made and confirmed in writing prior to the expiration date of their bids/quotes (with consent of sureties, if any) to avoid the need to re-advertise.  

32. Venue

In the event that any litigation should arise concerning the construction or interpretation of any of the terms of the Agreement, the venue of such action of litigation shall be in the Courts of the State of Washington in and for the City of Yakima.  This Agreement shall be governed by the laws of the State of Washington.

33. Defense and Indemnity Agreement

The vendor agrees to defend, indemnify and save harmless the City, its appointed and elective officers and employees, from and against all loss or expense, including but not limited to judgements, settlements, attorney’s fees and costs by reason of any and all claims and demands upon the City, its elected or appointed officials or employees for damages because of personal or bodily injury, including death at any time resulting therefrom, sustained by any person or persons and on account to damage to property including loss of use thereof, whether such injury to persons or damage to property is due to the negligence of the Vendor, his/her subcontractors, it successor or assigns, or its or their agent, servants, or employees, The City, its appointed or elected officers, employees or their agents, except only such injury or damage as shall have been occasioned by the sole negligence of the City, its appointed or elected officials or employees.  It is further provided that no liability shall attach to the City by reason of entering into this contract, except as expressly provided herein.

34. Permits

The vendor shall procure and pay for all permits and licenses necessary for the completion of the Contract, including those permits required by the City of Yakima.  In the event a necessary permit is not obtained, the Vendor will not be permitted to work on items subject to said permit and any delays caused thereby will not be subject to extra compensation or extension.

35. Severability

If any term or condition of this contract or the application thereof to any person(s) or circumstances is held invalid, such invalidity shall not affect other terms, conditions or applications which can be given effect without the invalid term, condition or application.  To this end, the terms and conditions of this contract are declared severable.

36. Waiver

Waiver of any breach or condition of this contract shall not be deemed a waiver of any prior or subsequent breach.  No term or condition of this contract shall be held to be waived, modified or deleted except by an instrument, in writing, signed by the parties hereto.

37. Entire Agreement

This written contract represents the entire Agreement between the parties and supersedes any prior oral statements, discussions or understanding between the parties

Personnel Inventory Form

* To Accompany Bid Proposal *

Firm Name:  





 Contact:  





Address:  





 Phone Number:  




City:  




 State:  



 Zip:  



Type of Service Provided:  









Are you a certified DBE or WMBE?:  YES___     NO___.  If yes, what is your certification number?

#_________________________

Contractor’s Entire Work Force - if you need additional space, photo copy this section and attach it to this form.

Occupation


Total Employed
Total Minorities
Black
Asian
Native American
Hispanic
Apprentice

Trainee


M
F
M
F
M
F
M
F
M
F
M
F
M
F

Officers















Foremen















Clerical































































































Totals:















Goals for minorities and women employees in the contractor’s and subcontractor’s workforce are 10% combined.  Contractors and subcontractors do not have to fire or lay off employees to meet these goals, however, if new employees are hired, it shall be an obligation to make a good faith effort to hire qualified minorities and women.
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